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HB 267

CHAMBER ACTI ON

The I nsurance Conm ttee recommends the follow ng:

Council /Committee Substitute
Renmove the entire bill and insert:
A bill to be entitled
An act relating to fire hydrants; anmending s. 633. 065,

timeframes for repairing or replacing defective fire

| ocal authorities having jurisdiction; providing for
m sdeneanor penalties for nonconpliance; anending s.
633. 171, F.S.; providing that it shall constitute a
m sdeneanor of the first degree to intentionally or

willfully fail to properly service, recharge, repair,

ef fecti ve date.

Be It Enacted by the Legislature of the State of Florida:
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F.S.; authorizing all public and private fire hydrants to

be tested in accordance with national standards; providing

hydrants and provi ding for naintenance records; requiring

that faulty inspections be reported imedi ately to the

hydrotest, test, or inspect a fire hydrant; providing an

T I V E S

2005
CS
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HB 267 2005
CS
22 Section 1. Subsection (3) is added to section 633. 065,
23| Florida Statutes, to read:
24 633. 065 Requirenments for installation, inspection, and

25| maintenance of fire suppression equipnent. --
26 (3)(a) Each nmunicipality, county, and special district

27| with fire safety responsibilities may require that all fire

28| hydrants, public and private, be tested annually to ensure

29| proper function. The testing shall be in accordance with the

30 National Fire Protection Associati on Standard 25, Standard for

31| the Inspection, Testing and M ntenance of Water-based Fire

32| Protection Systens, the edition nost recently adopted in the

33| Florida Fire Prevention Code. Consistent with the provisions of
34| s. 633.025(1), the requirenents of this subsection shall be

35| deened adopted by each nunicipality, county, and speci al

36| district with fire safety responsibilities. Nothing in this

37| subsection shall be construed to nake any nmunicipality, county,

38| or special district responsible for perfornm ng the required

39| testing, inspection, or nmaintenance of any fire hydrant except

40 those fire hydrants actually owned by the nunicipality, county,

41| or special district.

42 (b) The owner of a private fire hydrant shall cause any

43| repair or replacenent indicated by an annual inspection to be

44| nade within 30 days and shall maintain records of the repair or

45| repl acenent.

46 (c) Inspection results that deternmine that a private fire

47| hydrant is nonfunctioning shall be reported i mediately to the

48| |l ocal authorities having jurisdiction.
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49 (d) Penalties for nonconpliance shall be in accordance
50| with s. 633.171.
51 Section 2. Paragraph (c) of subsection (2) of section
52| 633.171, Florida Statutes, is anended to read:
53 633.171 Penalty for violation of law, rule, or order to

54| cease and desist or for failure to conply with corrective

55| order.--

56 (2) It shall constitute a m sdenmeanor of the first degree,
57| punishable as provided in s. 775.082 or s. 775.083, to

58| intentionally or willfully:

59 (c) Inproperly service, recharge, repair, hydrotest, test,

60| or inspect a fire extinguisher, e preengineered system_ or fire

61| hydrant.
62 Section 3. This act shall take effect July 1, 2005.

Page 30f 3

CODING: Words stricken are deletions; words underlined are additions.
hb0267-01-c1



